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SECTION A-A

GENERAL NOTES!

| . WHERE A WATER LINE PASSES BENEATH OR
LESS THAN 18 IN. ABOVE AN EXIST, SEWER UINE,
THE SEWER LINE SHALL BE ENCASED IN CONC.
6 THICK AS DETAILED, FOR AT LEAST IOFT. ON
EACH SIDE OF THE WATER LINE, OR THE SEWER
LINE SHALL B8E D.l. OR C-900 PVC PIPE WITH
PRESSURE-TYPE JOINTS FOR AT LEAST IOFT.
ON EACH SIDE OF THE WATER LINE. THIS SHALL
ALSO APPLY WHERE A PARALLEL WATER LINE IS
LESS THAN IOFT. HORIZONTALLY AND LESS THAN
2FT. ABOVE THE SEWER LINE.

CONSTRUCTION NOTES!

A. SANITARY SEWER LINE AS SHOWN ON PLANS.
B. 4-NO. 4 BARS, CONT. WITH 3" CLEARANCE.
C. NO. 4 BARS, AT 36" 0.C.
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